Abstract
INTRODUCTION
In most big cities in Indonesia, the municipal domestic wastewater has always been becoming a major cause for the degradation of environmental quality. Inappropriate handlings causes the increase of the number of waterborne disease cases increase and turn into one of major diseases especially for those who lived in high dense and slum dwelling area. Furthermore, with insufficient sanitation is one of the biggest contributing issues to child mortality under the age of five and yet it remains the most neglected of the Millennium Development Goal (MDG) sectors (Cumming, 2009 ).
According to the Ministry of Public Work, the area with density of 100-150 persons/Ha must be equipped by an offsite sanitation system. However, the offsite system investment and the operational budget are very expensive so that many cities in Indonesia could not afford to build and operate the system. This problem is faced by so many cities in Indonesia, it can be seen from the small number of cities in which the offsite systems are built.
This research was done in Cimahi City, West Java Province, Indonesia, which consists of three districts. Its location is near Bandung, the capital of West Java province. It is essential for Cimahi City to have an offsite system of sanitation due to its high density.
Furthermore, according to the Storet Index, the rivers in Cimahi were highly polluted (Kantor Lingkungan Hidup Kota Cimahi, 2010) . However, high investment of the system becomes a constrain to fulfill the needs. As an urge response, Cimahi government has built communal systems at several dense areas. One of them is located at RT 05 RW 08 Tegal Kawung Village, Cipageran Sub District, North Cimahi District, built in 2013 and serves 37 house connections.
The appropriate technology must be applied for a communal system. This means that the technologies must be both low cost and affordable (Mara, 2003) . Establishment of individual sanitation facilities in dense area seems unfeasible due to the high population density and the high poverty levels.
Nevertheless, a sustainable sanitation system must be technically feasible, adequate to the users, affordable and contribute to health improvement and environmental protection (Katukiza, et al., 2012) .
The settlement of domestic waste pollution problems for Cimahi and the other big cities in Indonesia will be relied on the reliability of communal system, therefore the effectiveness of the wastewater collection system performances must be known. One of the important parts of communal system is the sewerage system. The sewerage system is commonly the PVC pipe which collects the wastewater from every house to the septic tank.
The research about wastewater collection system has been started since the odor from the system was detected (Hvitved-Jacobsen, et al., 2001) . Huisman (2001) found that there are important processes at the sewerage system which cause the change of wastewater composition from the source to the treatment plant. This information shows that the wastewater collection system is not only functioning as a transporter but also a reactor so that the concentration of non-conservative pollutant will be degraded.
Although appropriate technology not only refers to the tools and techniques (Murphy, et al., 2009 ), a reliable collection and treatment of wastewater are among the important factors which can improve the global health and sanitation (Muga & Mihelcic, 2008) . Furthermore, the design process must be started with an accurate determination of water consumption and wastewater generation. Both factors are influenced by the economic condition, the number of household members, educational level, and Due to the lack of information, this research aims to evaluate the effectiveness of pipe dimensioning process and determine whether a wastewater collector is ideal to be served as a reactor through a tracer test. The target of the research is to provide some inputs about reliable design criteria for communal system in Indonesia.
METHODS
The first step of this research is identifying the wastewater piping channel path through the built drawings and field checking with 60CSx GARMIN GPS map and Google earth. The outputs of this stage are elevations, the number of household connections and the number of inspection chamber of the existing system. The next step is identifying the Real Demand Water Survey (RDS) through questionnaire which is distributed using survey to get the representation of water demand.
Furthermore, through the survey, the information regarding the economic and social condition were obtained.
Then the steps are followed by evaluating the pipe route and then selecting a segment for flow rate test by measuring the velocity and the water depth on the pipe. It is calculated by measuring the travel time of a ping pong ball that is flowing from the starting point to the end point of the segment. The velocity measurements should be made at the peak time.
The entire mathematical model used in this research is referring to (Hardjosuprapto, 2000) . The determination of the average discharge at the percil pipe uses the equation as follow s:
where : Qr = wastewater average flow rate (L/s); p = total population (person); qr = wastewater flow rate unit (L/s/1000).
Meanwhile, the peak flow rate at percil pipe is calculated using the following equation (Hardjosuprapto, 2000) :
where:
Qpp= peak wastewater design flow rate on percil pipe (L/s); p = population (person in thousand);
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Meanwhile, the peak flow rate at the end of the service pipe of ±50 household connections, Qps, is calculated using the following equation (Hardjosuprapto, 2000) :
where: Qps = flow rate at the end of service pipe (L/s); n = numbers of household connections Qppr = average peak flow rate in percil pipe (L/s).
Two tools of dimension evaluations were used namely monogram manning and hydraulic element graph. The tracer tests were conducted to assess the Hydraulic Performance of the communal sewerage system as the reactor in actual scale (Tchobanoglous, et al., 2003) . The tracer used is NaCl.
The tracer concentration is measured by using a conductivity meter which gives the conductivity value in µS/cm unit. The unit is needed to make a tracer response curve as a unit of concentration (µg/L or mg/L). The unit conversion is conducted using the calibration curve bellow. The tracer test was at the same segment as the flow measurement. During the tracer test, some glass equipments were used to take the sample and the condictivity measurement was conducted on site. The mean residence time of the plug flow reactor is determined by equation 5 as follows (Tchobanoglous, et al., 2003) , where t is time and c is concentration.
The dispersion at the pipe can be determined using equation 6 below (Tchobanoglous, et al., 2003) : 
RESULT AND DISCUSSION
The communal sewerage system in the village of Tegal Kawung RT 05 RW 08 serves 37 households. Figure 2 shows that the system is equipped with 25 inspection chambers that are placed on every turn, or change the direction of flow, and slope changing. The longest distance between inspection chambers is 48 m and the shortest is 2 m.
Figure2. Communal Sewerage System
The measurement point determination is based on the conditions in which no influent of new wastewater on the segment and whether its chamber can be opened easily or not to allow the measurement of water level and the velocity of wastewater in the pipeline. The starting point in this research is on the control tank number 2 of the communal system, while the end point is at the inlet channel to the septic tank. The distance of the starting point to the end point is 27.94 m. The diameter of the pipe is 150 mm. The condition of those points is shown in Figure 3 . Jurnal Sains dan Teknologi Lingkungan (a) (b) Most of the communities at RW 08 Cipageran Village work as construction laborers, merchants and factory workers, whereas the rest works as civil and private servants. The source of water used by the communities to fullfill their daily needs comes from the individual system from springs and wells. Figure 4 shows the income of the users of the system. The numbers of family members are around 4 people per house. The survey showed that 46% of their income is around of Rp. 500,001-1,000,000, and more than 25% of the population earns less than Rp. 500,000. This should be made as a consideration. than Rp. 1,000,000 affect the water consumption patterns.
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Other important information is about the return factor of water consumption to wastewater quantity.
We found that more than 75% of the user discharge both grey and black water to the system. Due to that fact, the percentage of return factor is 80% so that the domestic wastewater quantity on this area is about 107.46 L/persons/day.
Comparison between the measured speed and the modeling results are shown at Figure 5 . We conduct 6 time velocity measurement on working and weekend days at peak hours. Figure 5 shows that there is no significant difference on working and weekend days. Based on the mathematical model presented in the methodology, the quantity of wastewater at the segment (between control tank number 2 -inlets of communal septic tank), and the velocity at peak is 2.5 m/s. This model assumes that the flow of wastewater is steady and uniform, which means that there is no change of velocity with respect to time. According to the model, the dimension of the pipe is determined by both hydraulic element graph and monograms manning. The diameter of the pipe should be 100 mm. The actual diameter (150 mm) used in the system is still too large. This opinion is strengthen through our finding during the velocity measurement, the height of the wastewater at the pipe is only 0.6-1.7 cm, in the meantime the minimum height of the wastewater at the pipe is 5 cm (Hardjosuprapto, 2000) . As the consequence of that condition, the solid (feces) is aground and will decompose at the pipe not at the septic tank.
Another effect of this circumstance is the bad odor due to the formation of gases from the decomposition process.
The concentration of NaCl in the tracer test is shown at Figure 6 wastewater as a Plug Flow Reactor, MDI (Morill Dispersion Index) is calculated (Tchobanoglous, et al., 2003) . , the MDI has a value of 3.36, and showed the piping system is the Plug Flow Reactor but it is still not yet effective. 
CONCLUSIONS
Before calculating the dimension of the pipe, the quantity of the wastewater generation must be determined. Those steps will have some important advantages: the more optimum pipe dimension; preventing unnecessary additional investment cost; and a better system performance to transport the wastewater to the septic tank.
The pipe of the wastewater is non-ideal PFR, a further investigation to make it more ideal is necessary.
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